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EXERGY ANALYSIS OF A BRAYTON CYCLE WITH VARIABLE PHYSICAL PROPERTIES 
AND VARIABLE COMPOSITION OF WORKING SUBSTANCE 
 
Marija Živić, Antun Galović, Jurij Avsec, Mario Holik 
 

Original scientific paper 
The exergy analysis of a Brayton cycle is performed in the paper. The four input variables: the ratio of the compressor exit and inlet pressures, the ratio of 
inlet temperature of gases in turbine and inlet temperature of air in compressor and the isentropic efficiencies of the compressor and turbine are analysed. 
The temperature ratio is varied in a way that the compressor inlet temperature of air is maintained constant, while the turbine inlet temperature of flue 
gases is varied from 900 to 1200°C. In the combustion chamber methane is completely combusted with excess air ratio which is determined by the 
temperature of flue gases at the turbine inlet. The analysis further includes variability of the molar heat capacities of air and flue gases with temperature 
and variability of their heat capacity ratios. The exergy destruction in turbine, compressor and combustion chamber and also total exergy efficiency of the 
cycle are considered in the analysis.  
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Eksergijska analiza Braytonovog ciklusa s promjenjivim fizikalnim svojstvima i promjenjivim sastavom radne tvari  
 

Izvorni znanstveni članak 
U radu je provedena eksergijska analiza Braytonovog ciklusa. Četiri ulazne varijable,  omjer tlakova na izlazu i ulazu u kompresor, omjer temperature na 
ulazu u turbinu i temperature na ulazu u kompresor, te izentropski stupnjevi djelovanja kompresora i turbine su uzeti u analizu. Omjer temperatura je 
variran tako da je temperatura zraka na ulazu u kompresor držana konstantnom, a temperatura dimnih plinova na ulazu u turbinu  je varirana od 900 °C do 
1200 °C. U komori za izgaranje potpuno izgara metan s pretičkom zraka koji je određen temperaturom dimnih plinova na ulazu u turbinu.  Analiza nadalje 
uključuje promjenjivost molarnih toplinskih kapaciteta zraka i dimnih plinova s temperaturom i promjenjivost njihovih izentropskih eksponenata. 
Eksergijska destrukcija u komori za izgaranje, turbini i kompresoru kao i ukupna eksergijska efikasnost su uzete u analizu.  
 
Ključne riječi: Braytonov ciklus, promjenjiva fizikalna svojstva, promjenjiv sastav radne tvari, maksimalni neto rad, maksimalni stupanj djelovanja  
 
 
1 Introduction  
 

A gas turbine operates on a Brayton cycle. The gas 
turbine is known to feature low capital cost to power 
ratio, high flexibility, high reliability without complexity, 
short delivery time, early commissioning and commercial 
operation and fast starting–accelerating [1]. It is further 
recognized for its better environmental performance, 
manifested in the curbing of air pollution and reducing 
greenhouse gases [2]. Many optimizations of Brayton 
cycle have been carried out. The maximum power output 
or the maximum thermal efficiency has been mostly used 
as optimization criteria. Criterion of maximum efficiency 
is used most frequently in power plants, in which the fuel 
consumption is important, while the criterion of 
maximum work output is significant in aircrafts in which 
the propulsion is of great importance. Both fuel 
consumption and thrust gain may be equally important, 
for example, for ship propulsion systems, therefore, in 
this case, both the maximum power and the maximum 
thermal efficiency criteria have to be considered in the 
design [3]. In detailed analysis [4], for thermodynamic 
optimization of a Brayton cycle, authors proposed two 
goal functions. The first maximizes the sum of the 
network per cycle and thermal efficiency while the second 
the network per cycle and exergy efficiency. In recent 
paper [5], Haseli conducted an analysis of the 
regenerative open Brayton cycle and optimisation on the 
basis of maximisation of the work output, maximisation 
of the thermal efficiency and minimisation of the entropy 
generation. 

Most optimizations were performed using the air- 
standard model with constant physical properties of 
working substance. In this work, the maximum thermal 

efficiency, maximum work output and total exergy 
efficiency of the Brayton cycle were obtained using a 
model with variable physical properties and variable 
composition of working substance. This model better 
describes the process in the gas turbine engine, but it is 
not general. The model is valid for the particular fuel and 
for the chosen temperature of working substance. 
 
2 Mathematical model 
2.1  Energy analysis of the Brayton cycle 
 
 In a Brayton cycle, air at ambient pressure and 
temperature is drawn into the compressor, where its 
temperature and pressure are raised. The high pressure air 
enters the combustion chamber, where the fuel is burned 
at constant pressure. The given high-temperature gases 
then enters the turbine, where they expand to the 
atmospheric pressure while producing power. The exhaust 
gases leaving the turbine are thrown out. Schematic 
representation of an open Brayton cycle is shown in Fig. 
1a and its qualitative T-s diagram in Fig. 1b. Irreversible 
adiabatic process in the compressor is represented by the 
line between points 1 and 2*, combustion by the line from 
2* to 3 and irreversible adiabatic expansion in the turbine 
by the line from 3 to 4*. Auxiliary lines from point 1 to 
2and from 3 to 4 represent ideal (isentropic) processes in 
the compressor and turbine, respectively. In the 
combustion chamber methane CH4 is completely 
combusted. The air at the inlet of compressor (state 1) is 
at ambient pressure and temperature (p0 = 101325 Pa, T0 
= 298,15 K). 
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Figure 1a Shematic representation of an open Brayton cycle 

 

 
Figure 1b Qualitative T-s diagram of an open Brayton cycle 

 
 
2.1.1 Work output 
 
 The work output per cycle expressed per unit of the 
amount of fuel is given by the following equation  
 

net turb compw w w= −                                                      (1) 

( ) ( )
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Where: wnet is the network output; wturb is the work output 
of the turbine; wcomp is the work output of the compressor, 

3
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   is the mean molar heat capacity of flue gases 

in the given temperature interval; 
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ϑ
   is the mean 

molar heat capacity of air; fgn is the amount of flue gases 

per kilomol of fuel; airn is the amount of air per kilomol 
of fuel. 

By using expressions for the isentropic efficiencies of  
compressor and turbine  
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the work output can be written in  dimensionless form 
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Where: compκ is the heat capacity ratio of the air in the 
compressor; turbκ is the heat capacity ratio of the flue gases 
in the turbine; 2 1pr p p= is the pressure ratio; 

3 1Tr T T= is the temperature ratio; ηturb is the isentropic 
efficiency of the turbine; ηcomp is the isentropic efficiency 
of the compressor. 

For the given values of ηcomp and ηturb, the 
temperatures *

2T   and *
4T are obtained from the following 

equations 
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In the Eq. (6), the values of pressure p1 and 

temperature T1 at the compressor inlet and the 
temperature ratio rT = T3/T1 should be given.  

The amount of flue gasses nfg and the amount of air 
nair are obtained from the stoichiometric equation of the 
complete combustion of methane CH4.  

The temperature of flue gases at the inlet of turbine is 
determined by the air excess ratio during complete 
combustion in the combustion chamber. In this work, the 
temperature of flue gases 3ϑ  is varied from 900 to 1200 
°C and the excess air ratio is obtained from the Eq. (9). 

3 3 3
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3 32
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ml 3 CO m CO H O m H O min m O0 0 0
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                                                                     (9) 

 
Where: l is the air excess ratio; Omin= 2 kmol/kmol, the 
minimal amount of oxygen in kilomol per kilomol of flue 

gases; air_min  9,524n =  kmol/kmol, the minimal amount 
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of air; 
2CO 1n =  kmol/kmol, the amount of carbon 

dioxide; 
2H O 2n =  kmol/kmol, the amount of water 

vapor; Hml (0 oC) = 800 800 kJ/kmol , the lower heating 
value of methane. 
 After excess air ratio is calculated, the amounts of the 
following substances can be solved: 
 

min
air

2 9,524
0,21 0,21
On l l l= ⋅ = ⋅ =  kmol/kmol,  

( ) ( )
2O min1 1 2n Ol l= − ⋅ = − ⋅  kmol/kmol,  

2N air0,79 7,524n n l= ⋅ =  kmol/kmol,       

2 2 2 2fg CO H O N On n n n n= + + +  kmol/kmol. 
 

The values of mean molar heat capacities of the air 
and flue gases in the temperature range from 0° C to 3ϑ
are determined from the analytical expressions given in 
[6]. 
 
2.1.2 Thermal efficiency 
 

The thermal efficiency is defined by the expression 
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The algorithm for the computation  of work output 

and thermal efficiency of the Brayton cycle with variable 
physical properties and variable composition of working 
substance is defined by the system of equations (1)-(10). 
It is evident that iterative procedure is needed. The work 
output and thermal efficiency are shown as functions of 
pressure ratio rp = p2/p1 for given values of temperature 
ratio rT = T3/T1, where in T3 = 1173,15 K, 1273,15  K, 
1373,15  K, 1473,15  K and T1 = 298,15 K. 
 It is not possible to derive analytical expressions for 
maximum work output and maximum thermal efficiency, 
but from the results of the calculation according to the 
system of Eqs. (1)÷(10) it is possible to determine an 
existence of maximum values, in given conditions. 
 
2.2 Exergy analysis of the Brayton cycle 
 

Many definitions for the exergy efficiency can be 
found in the literature. We use the definition according to 
which the exergy efficiency is equal to the ratio of work 
output and exergy of fuel.  

Exergy balance of the whole cycle is represented by 
the following equation 

netfuel fgEx W Ex Ex
⋅

= + + ∆                                               (11) 
 
Where: Exfuel is exergy of fuel; Exfgis exergy of flue gases, 
∆Ex is exergy destruction. 

By dividing the above equation with the exergy of 
fuel 

fgnet

fuel fuel fuel
1

Ex ExW
Ex Ex Ex

⋅
∆

+ + =                                          (12) 

 
the equation for the sum of exergy efficiencies is obtained 
 

p fg ,total 1Exε ε ε∆+ + =                                                  (13) 
 
Where: pε is the  exergy efficiency which is the ratio of 

the work output of the cycle and the exergy of fuel; fgε is 

the  exergy efficiency of flue gases; ,totalExε∆ is the 
exergy efficiency which takes into account exergy 
destruction in all parts of the cycle: in combustion 
chamber, compressor and turbine. 
 
2.2.1 Exergy of fuel 
 

The fuel is in thermal (T = T0,) and mechanical (p = 
p0) equilibrium with the environment, but it is not in the 
chemical equilibrium with the environment. The fuel at 
the ambient state has exergy because it is not in the global 
equilibrium with the environment, chemical reactions are 
possible. Chemical energy is released in the chemical 
reaction with oxygen from the ambient air, and it can be 
converted into work or into other energy form.  

Expression for the exergy of methane at environment 
temperature and pressure is the following, [7] 
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                                                         (14) 

 
Where: ( )mh 4CHH∆ = 897 797 kJ/kmol is higher 

heating value of methane; 
2

'
COp = 0,0003 bar  and '

O2
p = 

0,2056 bar are partial pressures of carbon dioxide and 
oxygen in air. 

The absolute values of molar entropies of participants 
(Sm,CO2, Sm,H2O, Sm,CH4, Sm,O2) in flue gases, in Eq.  (14) can 
be found in [7]. 

Methane enters the combustion chamber at pressure
*

2 2p p= , so the expression for exergy of fuel is modified 
in the following way: 
 

( ) ( ) 2
fuel 2 0 fuel 0 0 m 0

0
, , ln

pEx p T Ex p T R T
p

= +                 (15) 

 
where Rm is the universal gas constant.  

Since the pressure p2 is variable (rp is variable), the 
exergy of fuel is variable. 
 
2.2.2 Exergy efficiency εP 
 

Exergy efficiency, defined as the ratio of work output 
and exergy of fuel, is often considered as exergy 
efficiency of the whole cycle 
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and using Eqs. (6) and (11), it is 
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2.2.3 Exergy efficiency of flue gases εfg at the turbine exit 
 

Flue gases leave the turbine at temperature *
4T and 

pressure p0 and with the chemical composition different 
from the environment. 

Exergy of flue gases is defined as follows:   
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where chemical exergy of flue gases is defined as 
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Where: yO2, yN2, yCO2, yH2O are mole fractions of oxygen, 
nitrogen, carbon dioxide and vapour in flue gases. Partial 
pressures of participants in flue gases (

2

'
Op ,

2

'
Np ,

2

'
COp ,

2

'
H Op ) can be found in [7]. 

The exergy efficiency of flue gases is obtained by 
dividing Eq. (18) with the exergy of fuel 
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2.2.4 Exergy destruction in a combustion chamber,  

compressor and gas turbine 
 

Since a change of composition of working substance 
takes place in the combustion chamber, exergy 
destruction in the combustion chamber should be taken 
into account. It can be done using absolute entropy values 
of reactants (methane and air) and products of combustion 
(flue gases). 

Exergy destruction in the combustion chamber is given in 
the following equation, [7] 
 

( ) ( ) ( )4

*
ch 0 fg m,fg 3 3 m,CH 0 3 min m,air 2 3, , ,Ex T n S T p S T p L S T pl ∆ = − −  

(21) 
Where: Lmin is the minimal amount of air for combustion, 
nfg is the amount of vet flue gases, which can be 
calculated 
 

fg 1 9,5238n l= + ⋅                                                              (22) 
 

( )m,fg 3 3,S T p is the absolute value of molar entropy of flue 
gases  and can be calculated as follows 
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m,fg 3 3 m 3 0 m
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, , ln lni i i i

i i
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S T p y S T p R y y

p

 
 = − +
 
 

∑ ∑
(23) 

 
where yi represents mole fractions of oxygen, nitrogen, 
carbon dioxide and vapour  in flue gases  
 
yi = ni/nfg                                                                        (24) 
 

( )m 3 0,iS T p represents absolute value of molar entropy of 
the participants in flue gases at temperature T3 and 
pressure p0 = 101325 Pa. The values of ( )m 3 0,iS T p  are 
given in [7]. Rmln(p3/p0) represents  the decrease of molar 
entropy of flue gases  due to the increase of pressure; Rm

lni i
i

y y∑ represents the increase of molar entropy of 

flue gases due to mixing; ( )
4m,CH 0 3,S T p  represents the 

molar entropy of methane which can be calculated using 
the following equation 
 

( ) ( )
4 4

3
m,CH 0 3 m,CH 0 0 m

0
, , ln

p
S T p S T p R

p
= −             (25) 

  
Where: ( )

4m,CH 0 0=298,15 K, 101325 PaS T p = = 186,16 

kJ/(kmol⋅K), according to [7]. 
 

Absolute value of molar entropy of air ( )*
m,air 2 3,S T p , 

can be calculated using the following equation 
 

( ) ( )* * 3
m,air 2 3 m,air 2 0 m

0
, , ln

p
S T p S T p R

p
= −                    (26) 

where ( )*
m,air 2 0,S T p  is taken from [7]. 

 
Exergy destruction in the combustion chamber 

divided by the exergy of fuel gives the exergy efficiency 
defined by the following equation 
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( ) ( ) ( )
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The exergy destruction in a compressor is caused by 
the nonisentropic compression process of air. The exergy 
destruction in compressor divided by the exergy of fuel 
gives the following exergy efficiency  
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The exergy destruction in gas turbine is caused by the 

nonisentropic expansion process of flue gases. The exergy 
destruction in gas turbine divided by the exergy of fuel 
gives the following exergy efficiency  
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The total exergy destruction divided by the exergy of 
fuel is the sum of the exergy destructions in combustion 
chamber, turbine and compressor also divided by the 
exergy of fuel. 
 

,total ,ch ,comp ,turbEx Ex Ex Exε ε ε ε∆ ∆ ∆ ∆= + +                   (30) 
 

 
Figure 2a Temperature of air *

2ϑ at the compressor exit, temperature of 

flue fases *
4ϑ  at the turbine exit,  as functions of pressure ratio  rp and 

temperature of flue gases 3ϑ  at the turbine inlet 
 
3 Results of the calculation  
 

In the given model the variable physical properties 
and variable composition of working substances are 
considered, so first of all the temperatures of the working 

substances in the characteristic points of the process are 
calculated. The diagram in Fig. 2a shows the temperature 
of air *

2ϑ  at the compressor exit and the temperature of 

flue gases *
4ϑ  at the turbine exit   as the functions of the 

pressure ratio rp and temperature of flue gases ϑ3 at the 
turbine inlet.  

The diagram in figure 2b shows the air excess ratio  l 
as function of the pressure ratio rp and temperature of flue 
gases ϑ3 at the turbine inlet.  
 

 
Figure 2b Air excess ratio l as function of the pressure ratio rp and 

temperature of flue gases 3ϑ  at the turbine inlet 

 
 The temperature of air *

2ϑ at the compressor exit is 
not dependent on the temperature of the flue gases, but it 
is dependent on the pressure ratio in a way that it 
increases with the increase of the pressure ratio. The 
pressure ratio is taken in the range from 2 to 25 and the 
highest value of the temperature *

2ϑ  is 510,1 °C. 
 The temperature of flue gases at the turbine exit 
depends on the pressure ratio rp and temperature ratio rT. 
It decreases with the increase of pressure ratio and 
increases with the increase of the temperature ratio. The 
highest value of the temperature ratio is 4,94, in the case 
in which the temperature of flue gases at the turbine inlet 
is 1200 °C.  Fig. 2b shows that the air excess ratio 
increases with the increase of pressure ratio, and 
decreases with the increase of temperature ratio. The 
highest value of the air excess ratio is obtained for the rT 
= 3,94 and it is  6,092. 
 The dimensionless work output as function of the 
pressure ratio rp and temperature of flue gases 3ϑ  at the 
turbine inlet is shown in Fig. 3. 

In the present calculation the values of isentropic 
efficiencies of the compressor and turbine are 0,88 and 
0,92, respectively.  The work output increases, reaches 
maximum and decreases with the increase of pressure 
ratio. It happens for each of the given values of 
temperature 3ϑ .  The pressure ratio in which the function 
reaches maximum moves to the higher value with the 
increase of temperature 3ϑ . Comparing the results 
obtained in this model with the results of the air standard 
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model of the Brayton cycle, given in [4], we can notice 
that the values of the optimal pressure ratio and maximal 
values of the work output obtained in the air standard 
model are higher than in this model and these differences 
increase with the increase of the temperature ratio.  
 

 
Figure 3 Dimensionless work output as function of the pressure ratio rp 

and temperature 3ϑ  of flue gases  

 
The diagram in Fig. 4 shows the thermal efficiency as 

function of the pressure ratio rp and temperature 3ϑ  of 
flue gases.  
 
 

 
Figure 4 Thermal efficiency as function of the pressure ratio rp and 

temperature 3ϑ  of flue gases  

 
It can be seen that thermal efficiency increases with 

the increase of pressure ratio, but in the given range of the 
pressure ratio, the function has a maximum only for 3ϑ
=900 °C.  If this thermal efficiency is compared with the 
thermal efficiency of the air standard model, it can be 
noticed that the air standard model gives very similar 
values of the thermal efficiency.  

As in the air standard model, also in this model the 
optimal value of pressure ratio  in which thermal 
efficiency reaches maximum is different from the optimal 
value of pressure ratio in which work output reaches 
maximum.  

The diagram in Fig. 5 shows dimensionless work 
output and thermal efficiency as functions of pressure 
ratio for temperature ϑ3 = 900 oC. 
 

 
Figure 5 Design domain of the Brayton cycle for ϑ3 = 900 oC 

 

  
Figure 6 Exergy efficiencies of Brayton cycle as function of 

pressure ratio rp for ϑ3 = 900 oC 
 
 Criterion of the optimization of the Brayton cycle 
depends on the application of the cycle, like mentioned in 
the introduction. One acceptable goal function is that 
which is a compromise between maximum work output 
and maximum thermal efficiency. The goal function in 
the form max max/ /w w η η+ defines rp for which the 
thermal efficiency would be a bit less than its maximum, 
but greater than the thermal efficiency at maximum work 
output, and the work output  would be a bit less than its 
maximum but greater than the work output at maximum 
thermal efficiency, [8]. The design domain of the Brayton 
cycle lies in the interval limited by the values of optimal 
pressure ratio in which work output reaches maximum 
and in which thermal efficiency reaches maximum. For 
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example, for ϑ3 = 900 °C, this domain is shown in the 
diagram in Fig. 5. It is interval 8,5 ≤ rp ≤ 21,1. 
 The diagram in Fig. 6 shows curves of exergy 
efficiencies of the Brayton cycle as functions of pressure 
ratio for temperature of flue gases ϑ3 = 900 °C at the 
turbine inlet. 

The exergy efficiency defined as the ratio of the work 
output and exergy of fuel, which is often called the exergy 
efficiency of the cycle, [9], increases with the increase of 
pressure ratio and has a maximum at higher value of 
pressure ratio. For the temperature of flue gases 900 °C 
the maximum exergy efficiency  is 0,374 at rp = 21,2. 
This point is close to the optimal pressure ratio obtained 
for the maximum thermal efficiency.  

The exergy efficiency of flue gases defined as exergy 
of flue gases divided by the exergy of fuel significantly 
decreases with the increase of pressure ratio. 

The diagram in Fig. 7 shows exergy efficiencies that 
takes into account exergy destructions in the combustion 
chamber, turbine and compressor as functions of pressure 
ratio. 
 

 
Figure 7 Exergy destructions (divided by the exergy of fuel) in 

combustion chamber, turbine and compressor as functions of pressure 
ratio for ϑ3 = 900 °C; ηcomp = 0,88iηturb = 0,92 

 
 The exergy efficiency which takes into account the 
total exergy destruction of the cycle slightly increases 
with the increase of pressure ratio and its value is in the 
range 0,44÷0,45 which means that 44÷45 % of the exergy 
of fuel is lost in the combustion chamber, turbine and 
compressor. The exergy destruction in the combustion 
chamber is considerably higher than the exergy 
destructions in turbine and compressor and it decreases 
with the increase of pressure ratio, from the value 0,4 to 
0,34. The exergy destruction in the combustion chamber 
is a result of the chemical change, change of the 
composition and temperature of participants during 
combustion process. The exergy destructions in the 
turbine and compressor slightly increase with the increase 
of pressure ratio and they are results of the internal 
irreversible processes, compression of the air and 
expansion of the flue gases. The values of these 
destructions are determined by the values of the isentropic 

efficiencies in the compressor and turbine, 0,88 and 0,92, 
respectively. 
 
4  Conclusion 
 
 The analysis of the Brayton cycle is performed using 
a model with variable physical properties and variable 
composition of working substance. This model better 
describes the process in the gas turbine engine than the 
air- standard model but it is not general. The model is 
valid for the fuel methane and for the given temperatures 
of the flue gases at the turbine inlet. The model is solved 
iteratively because molar heat capacities of the air and 
flue gases are functions of the temperature. The maximum 
work output and maximum thermal efficiency are 
obtained for the given values of the temperature of flue 
gases at the turbine inlet. The model with variable 
physical properties and variable composition of working 
substance gives lower values of work output than the air 
standard model and practically the same values of the 
thermal efficiency. In both models, the optimal pressure 
ratio in which thermal efficiency reaches maximum is 
higher than the optimal values of pressure ratio in which 
work output reaches maximum. The exergy analysis 
showed that the exergy destruction in the combustion 
chamber is significantly higher than the exergy 
destructions in the compressor and turbine.  
 
5  References 
 
[1] Polyzakis, A. L.; Koroneos, C.; Xydis, G. Optimum gas 

turbine cycle for combined cycle power plant. // Energy 
Convers Manage. 49, (2008), pp. 551-563. DOI: 
10.1016/j.enconman.2007.08.002  

[2] Najjar, Y. S. H.; Akyurt, M. Combined cycles with gas 
turbine engines. // Heat Recovery Systems & CHP. 14, 
(1994), pp. 93-103. DOI: 10.1016/0890-4332(94)90001-9  

[3] Durmayaz, A.; Sogut, O. S.; Sahin, B.; Yavuz, H. 
Optimization of thermal systems based on finite-time 
thermodynamics and thermoeconomics. // Progress in 
Energy and Combustion Science. 30, (2004), pp. 175-217. 
DOI: 10.1016/j.pecs.2003.10.003  

[4] Živić, M.; Galović, A.; Virag, Z. Detailed Analysis of the 
Effect of the Turbine and Compressor Isentropic Efficiency 
on the Thermal and Exergy Efficiency of the Brayton 
Cycle. // Thermal Science. 18, 3(2014), pp. 843-852. DOI: 
10.2298/TSCI1403843Z  

[5] Haseli, Y. Optimization of a regenerative Brayton cycle by 
maximization of a newly defined second law efficiency. // 
Energy Convers Manage. 68, (2013), pp. 133-40. DOI: 
10.1016/j.enconman.2012.12.033  

[6] Galović, A.; Virag, Z.; Živić, M.; Holik, M. Exergetic 
efficiency of the complete combustion process of some of 
the hydrocarbons // Proceedings of the Int. conference GAS 
2010 / Osijek, 2010, pp. 10-21.  

[7] Baehr, D. H. Thermodynamik, Korrgierter Nachdruck der. 
5. Auflage, Springer – Verlag, Berlin, 1984. DOI: 
10.1007/978-3-662-10531-3  

[8] Hernandez, A. C. et al. Power and efficiency in a 
regenerative gas-turbine cycle with multiple reheating and 
intercooling stages. // J Phys D Appl Phys. 29, (1996), pp. 
1462-1468. DOI: 10.1088/0022-3727/29/6/008  

[9] Kanoglu, M.; Cengel, Y. A.; Dincer I. Efficiency 
Evaluation of Energy Systems. Springer Briefs in Energy, 
Springer, New York, 2012. DOI: 10.1007/978-1-4614-2242-6 

 



Exergy analysis of a Brayton cycle with variable physical properties and variable composition of working substance                  M. Živić et al. 

808                  Technical Gazette 23, 3(2016), 801-808

Authors’ addresses 

Prof. dr. sc. Marija Živić 
Josip Juraj Strossmayer University of Osijek,  
Mechanical Engineering Faculty in Slavonski Brod, 
Trg Ivane Brlić Mažuranić 2, 35000 Slavonski Brod, Croatia 
E-mail: mzivic@sfsb.hr 

Prof. dr. sc. Antun Galović 
University of Zagreb, Faculty of Mechanical Engineering and 
Naval Architecture 
Ivana Lučića 5, 10000 Zagreb, Croatia 
E-mail: agalovic@fsb.hr 

Prof. dr. sc. Jurij Avsec 
University of Maribor, Faculty of Energy Technology, 
Hočevarjev trg 1, 8270 Krško, Slovenia 
E-mail: jurij.avsec@um.si 

Mario Holik, mag. ing. mech. 
Josip Juraj Strossmayer University of Osijek,  
Mechanical Engineering Faculty in Slavonski Brod, 
Trg Ivane Brlić Mažuranić 2, 35000 Slavonski Brod, Croatia 
E-mail: mholik@sfsb.hr 


	1 Introduction
	2 Mathematical model


<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /CMYK
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /BGR <>
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e9ad88d2891cf76845370524d53705237300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc9ad854c18cea76845370524d5370523786557406300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /ETI <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata najpogodnijih za visokokvalitetni ispis prije tiskanja koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA <>
    /JPN <FEFF9ad854c18cea306a30d730ea30d730ec30b951fa529b7528002000410064006f0062006500200050004400460020658766f8306e4f5c6210306b4f7f75283057307e305930023053306e8a2d5b9a30674f5c62103055308c305f0020005000440046002030d530a130a430eb306f3001004100630072006f0062006100740020304a30883073002000410064006f00620065002000520065006100640065007200200035002e003000204ee5964d3067958b304f30533068304c3067304d307e305930023053306e8a2d5b9a306b306f30d530a930f330c8306e57cb30818fbc307f304c5fc59808306730593002>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020ace0d488c9c80020c2dcd5d80020c778c1c4c5d00020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /LTH <>
    /LVI <>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken die zijn geoptimaliseerd voor prepress-afdrukken van hoge kwaliteit. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SKY <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /UKR <>
    /ENU (Use these settings to create Adobe PDF documents best suited for high-quality prepress printing.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
  /Namespace [
    (Adobe)
    (Common)
    (1.0)
  ]
  /OtherNamespaces [
    <<
      /AsReaderSpreads false
      /CropImagesToFrames true
      /ErrorControl /WarnAndContinue
      /FlattenerIgnoreSpreadOverrides false
      /IncludeGuidesGrids false
      /IncludeNonPrinting false
      /IncludeSlug false
      /Namespace [
        (Adobe)
        (InDesign)
        (4.0)
      ]
      /OmitPlacedBitmaps false
      /OmitPlacedEPS false
      /OmitPlacedPDF false
      /SimulateOverprint /Legacy
    >>
    <<
      /AddBleedMarks false
      /AddColorBars false
      /AddCropMarks false
      /AddPageInfo false
      /AddRegMarks false
      /ConvertColors /ConvertToCMYK
      /DestinationProfileName ()
      /DestinationProfileSelector /DocumentCMYK
      /Downsample16BitImages true
      /FlattenerPreset <<
        /PresetSelector /MediumResolution
      >>
      /FormElements false
      /GenerateStructure false
      /IncludeBookmarks false
      /IncludeHyperlinks false
      /IncludeInteractive false
      /IncludeLayers false
      /IncludeProfiles false
      /MultimediaHandling /UseObjectSettings
      /Namespace [
        (Adobe)
        (CreativeSuite)
        (2.0)
      ]
      /PDFXOutputIntentProfileSelector /DocumentCMYK
      /PreserveEditing true
      /UntaggedCMYKHandling /LeaveUntagged
      /UntaggedRGBHandling /UseDocumentProfile
      /UseDocumentBleed false
    >>
  ]
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [595.276 841.890]
>> setpagedevice


